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All Joints Shall Be
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Bed Fipe In Specified Granular
Bedding Material Hand Tamped In
Note: 6" Layers To Pjpe Centerline
Bedding Material Shall Conform
To INDOT 903.02, Size No. 8

PLAN SECTION

Notes:

1) Megalug flanges shall be used for all mechanical joints.

2) Bell end pieces of pipe 4 ft. and smaller shall be considered

scrap, and shall not be installed into system.
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